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The system from control-oriented perspectives
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Control-oriented model of a computer room
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Ingredients for obtaining a control-oriented model
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can be obtained combining measurements from CFD and real plant!
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Control-oriented model of a server
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Control-oriented model of a CRAC
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Control-oriented model of the air dynamics
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The control problem – datacenter side

optimal operational plan = minimize (α ⋅ operational costs − βTout − γfout)
while guaranteeing:
● operational constraints
● thermal comfort
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